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NOTES:

1. UNCOVERED AREA GRADED TO DRAIN TO
SANITARY SEWER SHALL NOT EXCEED 200
SQ. FT. AREAS OVER 200 SQ. FT. REQUIRE
A ROOF, WITH ROOF DRAINING TO STORM
SYSTEM.

2. GUTTER NOT REQUIRED WHERE SURROUNDING
GRADE DRAINS AWAY FROM SERVICE AREA.

UNCOVERED PAVED VEHICLE SERVICE AREA.
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